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An experimental study of heat transfer performance in 3D internally finned steel-water heat pipe was carried out in this project. All the
main parameters that can significantly influence the heat transfer performance of heat pipe, such as working temperature, heat flux,
inclination angle, working fluid fill ratio (defined by the evaporation volume), have been examined. Within the experimental conditions
(working temperature 40 C–95 C, heat flux 5.0 kw/m2–40 kw/m2, inclination angle 2–90), the evaporation and condensation heat
transfer coefficients in 3D internally finned heat pipe are found to be increased by 50–100% and 100–200%, respectively, as compared
to the smooth gravity-assisted heat pipe under the same conditions. Therefore, it is concluded that the special structures of 3D-fins on
the inner wall can significantly reduce the internal thermal resistance of heat pipe and then greatly enhance its heat transfer performance.
 2006 Elsevier Ltd. All rights reserved.
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Heat pipe, which is a kind of high efficiency heat transfer
device, has been used extensively in many industrial appli-
cations such as aerospace, power plants, air conditioning
and refrigeration, pharmaceutical and chemical engineer-
ing [1,2]. It has been well recognized that the main chal-
lenges for the next generation of heat exchanger devices
are the increasing demands of smaller size, lower weight,
higher heat transfer efficiency and lower cost. Due to the
skyrocketing oil prices, the ever-increasing pressure on
energy cost has resulted in an urgent need for developing
high efficiency heat exchanger devices [1].
It is well known that the two-phase flow and heat trans-
fer exist in the heat pipe and it is the combination of evap-
oration and condensation phase change that makes heat
pipes possess so many unique advantages, for example,
nearly uniform temperature along the heat pipe axis, high
equivalent axial thermal conductivity, and high reliability.0017-9310/$ - see front matter  2006 Elsevier Ltd. All rights reserved.
doi:10.1016/j.ijheatmasstransfer.2006.09.010
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E-mail address: jen@cae.uwm.edu (T.-C. Jen).According to different types of forces (for instance, gravita-
tional force, centrifugal force, capillary force) that pump
back the condensed working fluid from the condensation
section to the evaporation section inside a heat pipe, the
heat pipe can be classified as gravitational, centrifugal
and capillary ones. Generally speaking, for capillary force
assisted heat pipes, the capillary force is developed by dif-
ferent kinds of wick structure, such as powder sinter
coating and small string bundle [1]. In those above wick
structures, the powder sinter coating structure has proved
to be the best way of providing much stronger capillary
force than that of other wick structures. Although the
high-temperature sintering process requires well-controlled
temperature and pressure to create porous structures and
this method can produce sufficient capillary force to make
heat pipe work properly, the complicated manufacturing
process has greatly limited extensive application in indus-
trial settings [3], such as power plant heat exchanger and
air-conditioning and refrigeration, except some special
and high-value products, for example, laptops.
In order to further increase the rate of heat transfer and
its performance of the heat-exchange devices, the proposed
surface heat transfer enhancement technology can not only
Nomenclature
Le length of evaporation section of heat pipe, m
La length of adiabatic section of heat pipe, m
Lc length of condensation section of heat pipe, m
Gradial gap of the neighboring fins in radial direction, m
Gaxial gap of the neighboring fins in axial direction, m
Fh height of the fins, m
Douter outer diameter of the heat pipe, m
Dinner inner diameter of the heat pipe, m
Qtotal total heat added on the heat pipe, W
U voltage between the ends of the band heater, V
I current through the band heater, A
Ae outer surface area of the evaporation in the heat
pipe, m2
Ac outer surface area of the condensation in the
heat pipe, m2
Ti,e inner wall temperature of tube in the evapora-
tion part, C
Ti,c outer wall temperature of tube in the condensa-
tion part, C
Tv working temperature of heat pipe, C
he heat transfer coefficient of the evaporation part,
kW/(m2 C)
hc heat transfer coefficient of the condensation
part, kW/(m2 C)
qc condensation heat flux, kW/m
2
qe evaporation heat flux, kW/m
2
R volume ratio of working fluid in the evaporation
part
h inclined angle, 
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promote the heat transfer and, in some cases, supply suffi-
cient capillary force to satisfy the need required by indus-
trial standards [4,5]. The present project investigated the
heat transfer performance of heat pipe with 3D internal
fins.
2. Experimental schematic and measurements
As shown in Fig. 1, the experimental system consists of
four parts: heating sub-system, cooling sub-system, inclina-
tion angle adjustment sub-system and measurement sub-
system. Each part is described in detail as follows.
In the heating sub-system, to meet the requirement of
uniform heat flux on the evaporation section, a flat band
heater (whose cross section is 4  0.2 mm2) is closely
placed and tightly wrapped around the outer surface of
the evaporation section. In order to decrease the heat loss
from the evaporation section to the ambient, a thermally
insulating material (glass fiber mat), whose thermal con-Glass
 fiber 
mat
Le
V
La
Fig. 1. Schematic of exductivity is 0.043 W/(m K), is wrapped over the band
heater with a thickness of 100 mm. Then, an electric trans-
former is used in the experiment to actively control the heat
flux input on the heat pipe by varying the power input.
When both the voltage and current, which are applied on
the band heater, are measured, the power input for the heat
pipe can be calculated directly.
The condensation section of heat pipe is included in the
cooling sub-system, in which the cooling water with an
adjustable flow rate and a constant inlet temperature is
used to supply the condenser for the heat pipe. In the incli-
nation angle adjustment sub-system, the heat pipe is
installed on an angle-adjustable workbench, which can
arbitrarily control the heat pipe’s inclination angle from
0 to 90 with horizontal reference surface. Moreover, since
the temperature is the key parameter that needs to be mea-
sured accurately in this experiment, the calibrated thermo-
couples are mounted on the outer surface of the heat
pipe at evaporation, condensation and adiabatic sec-
tions, respectively. Finally, all of these thermocouples areTransformer
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Fig. 2. Schematic of inner fin’s structure.
Table 1
Geometric parameter of internal fins
Items 3D internally finned heat
pipe
Smooth heat
pipe
Douter (mm) 27.0 27.0
Dinner (mm) 21.0 21.0
Fh (fin’s height, mm) 0.15 –
Gradial (gap in radial
direction, mm)
1.1 –
Gaxial (gap in radial direction,
mm)
1.0 –
Helical angle () 88.5 –
Top angle of fins () 45.0 –
Material Carbon steel Carbon steel
Table 2
Uncertainty of the instruments
Parameters Sensor Error
Temperature (C) /0.2 T type thermal couple ±0.15 C
Inclined angle () Inclined angle adjuster ±0.1
Current (A) Ampere meter 0.1%
Voltage (V) Voltage meter 0.1%
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HP3488A), through which the temperatures are automati-
cally recorded.
The tested 3D internally finned heat pipe is made of car-
bon steel, with an outer diameter of 27 mm and an inner
diameter of 21 mm. The pipe has a 700 mm long evapora-
tion section, a 750 mm long condensation section and a
100 mm long adiabatic section. The inner structure of this
tube is shown in Fig. 2 and the corresponding geometrical
parameters and material of 3D inner fin and dimensions of
smooth heat pipe are listed in Table 1. Since the insulating
material is also wrapped at the adiabatic section with
100 mm thickness, the temperature measured by the ther-
mocouple on the outer side of this section can be regarded
as the heat pipe working temperature without significant
error. Furthermore, before the data-usable experiments
are performed, a calibration test for energy loss is first con-
ducted by comparing the difference between the energy
taken by the condensation section and the energy input
in the evaporation section of heat pipe. The results demon-
strate that the heat loss to the ambient is within 5.0% at
room temperature 30 C.3. Data analysis and uncertainty
The instrumental errors involved in this experiment are
shown in Table 2, and the error analysis in this paper is
based on the policy of reporting uncertainties in experi-mental measurements and results [6,7]. According to these
references, the experimental uncertainty is defined as
follow:
For the variable R, R = R (x1,x2,x3, . . . ,xn), the uncer-
tainty is defined as
UR ¼ fðBRÞ2 þ ðPRÞ2g1=2 ð1Þ
where, the BR and PR are the bias limit and the precision
limit of variable R, respectively. And they are defined as
follows:
BR¼ oRox1Bx1
 2
þ oR
ox2
Bx2
 2
þ oR
ox3
Bx3
 2
  þ oR
oxn
Bxn
 2( )1=2
ð2Þ
PR¼ oRox1 Px1
 2
þ oR
ox2
Px2
 2
þ oR
ox3
Px3
 2
  þ oR
oxn
Pxn
 2( )1=2
ð3Þ
Generally, it is difficult to find the bias error for the spe-
cific experiment system because BR is an estimation of the
magnitude of the fixed, constant error. Therefore, in this
paper we just consider the precision limit, PR, and regard
this error as the experimental uncertainty of the specific
variable.
UR ¼ PR ð4Þ
In this experiment, we regard the average temperature of
the adiabatic section as the working temperature of the
heat pipe (Tv) and all of the heat transfer coefficients
(including the evaporation and condensation) are evalu-
ated based on the following equations:
he ¼ qeT i;e  T v ¼
Qtotal
Ae  ðT i;e  T vÞ ¼
U  I
Ae  ðT i;e  T vÞ ð5Þ
hc ¼ qcT i;c  T v ¼
Qtotal
Ac  ðT i;c  T vÞ ¼
U  I
Ac  ðT i;c  T vÞ ð6Þ
Therefore, the uncertainties for the heat transfer coeffi-
cients are:
Uhe
he
¼ Phe
he
¼
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
PU
U
 2
þ PI
I
 2
þ T i;e
T i;e T v
 2
 PT i;e
T i;e
 2
þ T v
T i;e T v
 2
 PTm
T v
 2s
ð7Þ
Uhc
hc
¼ Phc
hc
¼
ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
PU
U
 2
þ PI
I
 2
þ T i;c
T i;c T v
 2
 PT i;c
T i;c
 2
þ T v
T i;c T v
 2
 PTm
T v
 2s
ð8Þ
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average temperatures of the inner side of the heat pipe at
the evaporation and condensation section, respectively,
and U and I are the voltage and current that are applied
on the tested heat pipe.
Considering the thermal resistance of heat pipe’s wall
thickness in the radial direction, the temperature of the
inner side of the tube is calculated in the following equation:
T w;in ¼ T w;out  Qtotal
2p  kw  li ln
Douter
Dinner
 
ð9Þ
Finally, putting all the original experiment data and the
uncertainties of instruments into Eqs. (7) and (8), the aver-
age uncertainties of the heat transfer coefficients (including
evaporation and condensation) are ±5.1% and ±7.1%,
respectively.
4. Results and discussion
As shown in Fig. 3, the evaporation heat transfer coeffi-
cient (he) vs. working temperature (Tv) in 3D internally
finned heat pipes is illustrated with three different evapora-
tion heat fluxes, i.e., 5.2 kw/m2, 11.8 kw/m2, and 14.2 kw/
m2. The inclination angle is 5, and the fill ratio of the
working fluid is 20%. It can be seen from this figure that
at the same inclination angle (5), the evaporation heat
transfer coefficient increases as the working temperature
increases [8]. It is also worth noting that at a high working
temperature, the evaporation heat transfer coefficient will
approach to a constant value when the evaporation heat
flux is greater than a certain value.
Fig. 4 depicts the condensation heat transfer coefficient
(hc) vs. the working temperature with two different conden-
sation heat fluxes, i.e., 18.0 kw/m2 and 23.0 kw/m2. The
inclination angle at this condition is 12 and the fill ratio
is 40%. In this figure, it is observed that the condensation
heat transfer coefficient (hc) increases with increasing work-
ing fluid temperature. At lower working temperaturesTv ˚C
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Fig. 3. Evaporation heat transfer coefficient vs. working temperature.(40 C–70 C), the rate of increase of condensation heat
transfer coefficient is small. However, when the working
temperature exceeds 70 C, a significant increase in the rate
of heat transfer coefficient is observed. That is because with
the increase of working temperature, the physical pro-
perties in liquid and vapor phases are also changed
correspondingly. For example, the thermal conductivity
of working fluid (i.e., water) increased, hydrodynamic vis-
cosity of the liquid decreased and vapor density increased,
all of those have positive impacts on increasing the rate of
heat transfer. One another factor that may affect the
performance of the heat pipe is the presence of non-
condensable gas. Even though the anti-corrosion and mate-
rial compatibility between the working fluid and the heat
pipe shell have been well considered before this experiment,
there still exist some non-condensable gases, for example,
air, hydrogen and other gases, which are generated by
the chemical reaction between the working fluid and the
metallic material of the tube when the heat pipe is at work
or during the heat pipe assembling process. Therefore,
when the working temperature is lower, the corresponding
vapor pressure inside the heat pipe is also lower, and then
the volume of non-condensable gases (or partial pressure)
is much larger than that at a higher working temperature.
Thus, the efficient condensation surface at a higher work-
ing temperature will be significantly greater than that at a
lower working temperature, and the corresponding liquid
film on the condensation surface at a higher working tem-
perature will be much thinner than that at a lower working
temperature. It is also worth noting that when the satura-
tion temperature is lower than 60 C–70 C, the corre-
sponding rate of increase of saturation pressure is much
smaller than that when the temperature is between 70 C
and 100 C (i.e., from a steam table). This explains the
rapid increases in condensation heat transfer coefficient
when the working temperature exceeds 70 C. A final result
is that the thermal resistance within the condensation sec-
tion at the higher working temperature will be much smal-Tv °C
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Fig. 4. Condensation heat transfer coefficient vs. working temperature.
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combination of those two factors, the condensation heat
transfer coefficient is increased when the working tempera-
ture is increased.
Fig. 5 illustrates the effects of the inclination angle on
the evaporation heat transfer coefficient in the 3D inter-
nally finned heat pipe at three different heat flux inputs,
i.e., 5.1 kw/m2, 8.9 kw/m2, and 13.8 kw/m2. The working
temperature is fixed at 37.7 C, and the fill ratio is 20%.
It can be seen from the figure that the evaporation heat
transfer coefficient increases when the inclination angle
and/or the evaporation heat flux is increased. Note that
when the inclination angle is very small (less than 2), the
dominant force to drive the condensed working fluid back
to the evaporation section is only the capillary force. When
the inclination angle is increased further, a significant
increase is observed for the evaporation heat transfer coef-
ficient. This is due to the assistance of gravitational force,
besides the capillary force, which enables the working fluid
to flow back to the evaporation section. Therefore, it
greatly enhances the evaporation heat transfer coefficient.
In addition, it is also interesting to note that when the incli-
nation angle is greater than 12, the rate of increase of the
evaporation heat transfer coefficient becomes very small
(i.e., the evaporation heat transfer coefficient is approach-
ing a constant).
Fig. 6 demonstrates the effects of the inclination angle
on the condensation heat transfer coefficient in the 3D
internally finned heat pipe at three different heat flux
inputs, i.e., 4.8 kw/m2, 8.3 kw/m2, and 12.9 w/m2. The
working temperature is fixed at 52.2 C, and the fill ratio
is 20%. Similar to Fig. 5, the condensation heat transfer
coefficient increases when the inclination angle and/or the
condensation heat flux is increased. It is worth noting that
the influences of the inclination angle on the heat transfer
performance in the condensation section lie in the flow pat-
terns of condensed working fluid from the condensation to
the evaporation section in the heat pipe, which are com-θ°
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Fig. 5. Evaporation heat transfer coefficient vs. inclined angle.pletely different at the different inclined angles. The flow
patterns play an important role in the heat transfer perfor-
mance of the heat pipe and the capillary capability of the
wick structures in the heat pipe. When the inclination angle
is very small (less than 2), the flow pattern is very asym-
metric due to the down pulling of the gravitational force.
When the inclination angle is further increased, this asym-
metric pattern is quickly reduced due to the interaction of
the gravitational force and the capillary force along the cir-
cumference. Thus a more uniform distribution of working
fluid film near the wall can be achieved, thus greatly
enhancing the heat transfer performance of the heat pipe.
Comparisons of heat transfer coefficients (including
evaporation and condensation section) between 3D inter-
nally finned heat pipe and smooth heat pipe are shown in
Figs. 7 and 8. As shown in Fig. 7, the inclination angle is
8 and the fill ratio is 40%. Due to the difficulty of exactly
controlling the working temperature of the heat pipe, the
comparison between a 3D internally finned heat pipe with
91.8 C working temperature and a smooth heat pipe with
94.6 C working temperature is shown in Fig. 7. For both
of those heat pipes, the evaporation heat transfer coeffi-
cient is increased when the evaporation heat flux is
increased. Note that at a lower evaporation heat flux, a
more significant increase for the evaporation heat transfer
coefficient is observed, and the rate of increase reduces at
higher evaporation heat flux. This is similar to that of the
pool boiling cases. However, since the 3D internally finned
heat pipe can provide many more nucleate sites, at the
lower heat flux, the rate of increase of the heat transfer
coefficient in the 3D heat pipe is significantly larger than
that of the smooth heat pipe. Therefore, it can be seen from
this figure that, compared with the smooth heat pipe, a sig-
nificant increase for the evaporation heat transfer coeffi-
cient appears when the 3D internally finned heat pipe is
used. And the increase of evaporation heat transfer coeffi-
cient is more than 100% at the lower heat flux condition
(less than 10 kw/m2), and about 50% at the higher heat flux
condition. The significant enhancement of the heat transfer
qe kw/m
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Fig. 7. Evaporation heat transfer coefficient vs. heat flux.
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makes the heat transfer performance in the 3D internally
finned heat pipe much better than that in the smooth heat
pipe because at the evaporation section, the 3D internal fin
not only expands the real heat transfer surface area, but
also increases the boiling nucleate sites, thus greatly
enhancing the heat transfer.
Fig. 8 presents the comparison of the condensation heat
transfer coefficient between the 3D internally finned heat
pipe with the smooth heat pipe at different condensation
heat flux inputs. The inclination angle is chosen to be 8,
and the fill ratio is 30%. The working temperature for the
3D internally finned heat pipe is 60.0 C and for the
smooth heat pipe is 60.4 C. In this figure, it can be seen
that the rate of increase of the condensation heat transfer
coefficient for the 3D internally finned heat pipe is 100–
200%, compared with the smooth heat pipe. A significantdifference is observed for the condensation heat transfer
coefficient when the condensation heat flux is small (i.e.,
less than 11 kw/m2). This can be explained as follows: at
the condensation section, when the heat flux is low, all
the internal fins are exposed in the working fluid vapor
and between the two neighboring fins the capillary force
makes the condensed liquid thickness much thinner than
that in the smooth heat pipe. Therefore, at the small heat
flux the 3D internally heat pipe has much better condensa-
tion heat transfer performance than that of the smooth
heat pipe. However, as the heat flux further increases, the
returning liquid thickness on the inner wall of the tube
increases. The advantage of capillary force for redistribu-
tion of the working fluid has been diminished due to the
smaller height between the working liquid and fin. This
advantage will disappear when all the internal fins are
completely submerged in the condensed working fluid.
Therefore, it will cause the thermal resistance in the
condensation section of the heat pipe to increase and the
condensation heat transfer performance will be greatly
decreased, as shown in this figure.
Although the fill ratio is not very high (just 20%, 30%
and 40% of the evaporation volume, respectively), it can
still clearly show that the fill ratio does not play an impor-
tant role in influencing the heat transfer performance in the
3D internally finned heat pipe [9]. This is because the struc-
ture of the internal fins makes the working fluid so uni-
formly distributed in the evaporation section that the fill
ratio involved in this experiment is sufficient to wet all
the evaporation surface area, thus guaranteeing that the
heat pipe works well.
5. Conclusions
This paper describes the heat transfer performance of
the 3D internally finned heat pipe with different main
parameters, such as working temperature, heat flux, fill
ratio and inclination angle. The experimental data show
that this kind of new 3D internally finned heat pipe has
more advantages than the traditional smooth gravity-
assisted heat pipe because the special structures of 3D
internal fins on the inner side of the heat pipe can signifi-
cantly reduce the heat pipe internal thermal resistance
and therefore greatly enhance its heat transfer perfor-
mance. Within the experimental conditions, the evapora-
tion and condensation heat transfer coefficients of the 3D
internally finned heat pipe are increased 50–100% and
100–200%, respectively, compared with the smooth heat
pipe.
In this project, the small inclined angle (2–13) of 3D
internally finned heat pipe has been studied in detail. The
experimental data showed that the inclination angle plays
an important role on the heat transfer performance (includ-
ing condensation and evaporation) of the 3D internally
finned heat pipe, especially when the inclination angle is
less than 13. When the inclination angle is increased over
13, however, its effect is no longer significant.
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